Data Shamal Building: Floor: 7 Date 07/19/04
Collected Taylor Sampled:
By:
PERIOD 1 PERIOD
1T
Sample Site Room Room Room Room Room Room Room Room Room Room Room Room Room Room Room Room
7564 7340 7116 7307 7836 7881 7746 7657 7564 7340 7116 7307 7836 7881 7746 7657
Time 11:47 11:51 11:54 12:00 12:07 12:11 12:14 12:17 03:35 03:38 03:41 03:43 03:46 03:50 03:52 03:55
Temperature 74.3 | 73.0 72.9 74.1 72.7 | 73.0 | 72.9 72.0 74.8 74.3 73.0 73.2 72.9 72.5 72.5 72.9
Relative 43.6 45.4 46.0 44.5 442 44.4 442 72.0 42.1 43.7 44.0 47.8 44.8 44.5 45.0 45.0
Humidity
Carbon 692 680 673 681 663 714 688 720 747 704 699 715 715 747 759 780
Dioxide
Carbon 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0
Monoxide
Air Sample #| MEA-3-7-| MEA-3- MEA-3-| MEA-3-7-
01 7-02 7-03] 04
Results in 35 12 12 12
CFU/m3
Notes
Data Kasey Building: Floor: 6 Date 07/19/04
Collected Ingram Sampled:
By:
PERIOD 1
Sample Site Room Room Room Room Room Room Room Room Room Room Room Room Room Room Room Room
6662 6458 6332 6212 6817 6704 6752 6643 6662 6458 6332 6212 6817 6704 6752 6643
Time 12:22 12:26 12:30 12:34 12:40 12:45 12:49 12:52 03:59 04:01 04:04 04:07 04:10 04:13 4:16 04:20
Temperature | 71.8 | 73.9 | 71.4 | 71.8 | 74.3 | 73.4 | 72.5 | 72.3 | 73.0 | 74.3 | 72.9 | 71.4 | 73.0 | 73.0 | 72.0 | 71.8 |
Relative 46.1 46.1 47.3 47.4 46.0 44.0 454 45.9 46.4 46.0 45.9 47.9 46.5 45.4 46.3 47.0
Humidity
Carbon 665 671 641 665 690 636 653 673 704 735 672 684 696 701 694 676
Dioxide
Carbon 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0
Monoxide
Air Sample #| MEA-3-6-| MEA-3-| MEA-3- | MEA-3-6-
01 6-02 6-03) 04
Results in 12 12 12 35
CFU/m3

Notes
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